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NOTES THIS DRAWING:

1 8' LONG RAMP SLOPING DOWN 1" PER FOOT
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ISSUES:

PARTIAL FLOOR PLAN
1/4" = 1'-0"

NORTH

2 APPARATUS BAY APRON - REFER TO STRUCTURAL

DRAWINGS FOR THE FIRST 5'-0" FEET AND CIVIL FOR THE

REMAINING CONCRETE APRON

3 EQUIPMENT - REFER TO A-801

4 6" WIDE "WHITE" TRAFFIC STRIPING - CONFIRM FINAL LAYOUT

AND COLOR WITH OWNER - TYPICAL

5 4" DOWNSPOUT - TYPICAL

6 LINEAR FLOOR DRAIN - REFER TO PLUMBING

7 LINE OF ROOF OVERHANG ABOVE

8 CONCRETE WALKWAY - REFER TO CIVIL - SLOPE 14" PER

FOOT AWAY FROM BUILDING

9 WALL HYDRANT

10 8" DIA BOLLARD - REFER TO DETAIL 9/A-061 - TYPICAL

11 REFER TO STRUCTURAL DRAWINGS FOR SLOPE OF SLAB AND

LOCATION OF CONTROL JOINTS

12 WALL MOUNTED HANDRAIL REFER TO DETAIL 13/A-401

13 1'-8" X 1'-4" OPENING FOR RECESSED BOX - REFER TO

SECTION 13/A-702

GENERAL NOTES:

NOT ALL INFORMATION IS CALLED OUT ON THIS DRAWING

IN ROOM 007.  REFER TO AND COORDINATE WITH A-800

SERIES DRAWINGS AND PLUMBING, MECHANICAL,

ELECTRICAL AND FIRE ALERTING DRAWINGS.  IT IS THE

RESPONSIBILITY OF THE GENERAL CONTRACTOR AND ALL

SUB-CONTRACTORS TO COORDINATE THEIR WORK WITH

THE WORK OF OTHER TRADES.

A.

001 HOSE TOWER

002 SCBA

003 SCBA REPAIR

004 ENGINEER'S OFFICE

005 STORAGE

007 APPARATUS BAY

008 RAMP

009 READY GEAR

010 READY GEAR

011 RAMP

012

TOILET

016

TELECOMMUNICATION

017

018

019

020

ELECTRICAL

021

022

TOILET

024

025

026

027

028

029

030

CHANGING

023

BATTALION CHIEF  BUNK

BUNK

FIRE WATCH

BATTALION CHIEF

FIRE OPERATIONS

FIRE ADMINISTRATION

CAPTAIN'S OFFICE

LOCKER

CORRIDOR

STAIR

CORRIDOR

ROOM SCHEDULE

013 STORAGE

TOP OF FLOOR DRAINS TO BE 12" BELOW FINISH FLOOR TO

ENSURE PROPER DRAINAGE

B.


